The high penetration of renewable energy resources has made it harder to secure a flexible power system. Accordingly, this has become an issue in operating power systems. As a possible solution, pumped hydroelectric energy storage (PHES) has received much attention because of its fast start-up and ramp characteristics. This study proposes a flexibility-based reserve scheduling method for PHES. In this method, the reserve scheduling of PHES was conducted to improve flexibility; the associated risk index was termed the ramping capability shortage expectation (RSE). The peak-load days in 2016 and 2029 were selected to examine the applicability and performance of the proposed method. Results indicate that the proposed method can improve the flexibility by 4.45% for 2016 and 0.9% for 2029, respectively.
Introduction
In Korea, due to the post-2020 international climate regime and environmental issues related to air pollution or fine dust, the expansion of renewable energy has become a matter of some urgency [1, 2] . However, integrating more renewable energy resources may deteriorate the flexibility of the power system. It has been reported that the intermittency and the variability of renewable energy resources can adversely affect flexibility [3] . To address this problem, the role of pumped hydroelectric storage (PHES) has received attention as a flexible resource; it has a fast start-up and ramping characteristics [4] [5] [6] [7] . In Korea, the PHES start-up is 4 min, while those for a hot-start combined cycle gas turbine and hot-start coal steam turbine are 57 and 197 min, respectively. The PHES ramp rate is ten to twenty times higher than that of the combined cycle units [8] . Many countries have pursued this technology to cope with the flexibility issue [9] . For example, in the USA, the federal energy regulatory commission (FERC) has recently granted over 30 pre-permits totaling over 22,000 MW for PHES [10] .
The PHES energy production cannot be greater than its reservoir energy, which may crucially affect power system reliability [11] . For example, on 15 September, 2011, PHESs were stopped because of the depletion of water in the upper reservoir, which resulted in cascading load shedding (i.e., a rolling blackout) in Korea [12, 13] . This was due to the faster increase in temperature-sensitive loads than the response of reserve resources. The hourly increase was >4000 MW, and larger than the stand-by reserve of 2500 MW. The frequency dropped under 59.5 Hz, notwithstanding the continuous operation of reserve resources. Cheongsong PHES was exhausted; the first load shedding then occurred. The exhaustion of Samnyangjin PHES and the failure of the Daesan combined-cycle unit #1 resulted in a sharp decline of frequency, which caused the third and fourth load shedding. Muju and Yangyang PHESs were exhausted, and Sancheong PHES was also expected to be depleted in 30 min;
Flexibility Index: Ramping Capability Shortage Expectation
Power system flexibility can be defined as the ability to cover the changes in net load. The ramping capability (RC), which is defined as the ability of a generator to change its power output in the targeted period, is an important component of providing flexibility [23] ; larger RC values of the power system results in a greater flexibility. In this paper, a flexibility index, RSE, is used to capture the flexibility of the power system. The RSE calculation process is described as follows [22] .
The system ramping capability (SRC) is calculated as the sum of RCs of all generators, and it is given by:
where A i,t−∆t reflects the uncertainty in the generator; its value is computed using a Markov-chain-based generator model. This model calculates the probability that a generator will be unavailable, using transition rates between generator's states and the probability matrix [24] . The evaluation target of SRC i is a generation schedule; each value of O i,t−∆t , P max,i , and P i,t−∆t is determined using a generation schedule. rr i is a characteristic of each generating unit. ∆t may differ with the time interval of the generation schedule in each system. The RC requirement (RCR) in the net load side can be represented as follows:
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where the net load forecasting error (NLFE) is:
FNL t is a deterministic value for each time t, while NLFE t , LFE t , and VGFE t , are stochastic values. The NLFE t , LFE t , and VGFE t are assumed to follow a Gaussian distribution. The inclusion of A i,t−∆t in Equation (2) implies that RCR t is affected by generator failures; that is, unexpected failures of loading generators requires more ramping capability.
If RCR t is not satisfied by SRC t , a power imbalance occurs. This is called the ramping capability shortage, which accompanies load shedding. The RSP t is defined as the probability that the ramping capability shortage will occur at time t, and it is given by:
The RSE is calculated as follows:
where FNL t , O i,t−∆t , and P i,t−∆t are determined using a generation schedule. NLFE t and A i,t−∆t are random variables; their values depend on uncertainty scenarios. C i,t−∆t and E i,t are sets representing uncertainty scenarios for generator failure and NLFE t , respectively. The forecast error information for the variable generation (VG) and load are factored in the uncertainty scenarios for NLFE t , i.e., E i,t in Equation (4) . Likewise, the generator failure states and their probability information are reflected in the uncertainty scenarios for generator failure, i.e., C i,t−∆t in Equation (4) . The RSE has the following two characteristics: (1) the risk regarding increasing net load is only considered, and (2) the RSE calculation is applied to the worst case in time. The latter is useful for reducing the computational time in large power systems. Please refer to [22] for further information on the RSE.
Reserve Scheduling for Pumped Hydroelectric Storage
PHES pumps the water in a lower reservoir to an upper reservoir to store energy; the pumping action is considered as one of the power system loads. PHES cannot pump the water exceeding its reservoir energy. Likewise, it cannot also generate power exceeding its reservoir energy. The efficient use of the limited reservoir energy is of high importance. Two approaches are used for efficiently operating a PHES in a power system: energy and reserve scheduling [14, 15] . For reference, some research has addressed these two types of scheduling together using co-optimizing techniques [20, 25] .
PHES Energy Scheduling
In a power system, PHES energy scheduling determines when and how much to pump and generate energy for a considered period. The operational costs of a power system can be reduced by cost-based PHES energy scheduling, which stores the energy produced from low-cost generators and produces energy instead of high-cost generators. For this energy scheduling to be effective, the following inequality should be satisfied:
Pumping cost ($/MWh) < energy price ($/MWh) × total efficiency of PHES (6) PHES may be operated even if the inequality above is not satisfied, for instance, when the system is expected to be unreliable. The PHES energy is then scheduled from highest to lowest demand. This is termed the reliability-based energy scheduling of PHES. 
PHES Reserve Scheduling
PHES reserve scheduling determines the hourly reserve capacity for the supply period. Different from scheduled energy, the reserve capacity scheduling may or may not be used depending on conditions of the power system, although it is necessary to maintain reliability. Meanwhile, the PHES hourly reserve capacity directly relates to the water level in its upper reservoir. If the water level is not explicitly considered, then the reserve capacity of PHES may be false and may a cause serious outage in an emergency condition. The accident on 15 September, 2011 in Korea was an example of this type of mistake; the depletion of water led to load shedding. Therefore, PHES reserve scheduling should conducted based on reservoir energy.
Uniform Allocation Method
As a reserve scheduling method, allocating the same amount of reserve energy every hour is called the uniform allocation method. The supply period in this method is calculated based on the heavy-load duration, which is a period when the reserve capacity may be scarce, i.e., the system may be unreliable. The calculation procedure is as follows:
1.
A 24 h load profile for every month is calculated by averaging load values for every hour for every month, except for weekends and holidays. 2.
For every month, the heavy-load duration corresponds to the period when the hourly load is greater than a threshold value, here, this is determined as an average load value.
3.
The average value of the heavy-load duration for each season is applied to the PHES supply period.
For winter and summer periods in the latest year without demand-side management in Korea, the heavy-load duration, the period length when hourly load level is larger than its average value, for January, February, August, and December was 13 h; for July, September, and November it was 14 h; and, for March it was 15 h. The average value for the summer period, July, August, and September, it was 13.7 h, and that for the winter period, January, February, March, November, and December, it was 13.6 h. When rounding those values, the PHES supply period for both periods was 14 h.
The hourly reserve capacity is determined for the supply period. Under the given water level, the reserve energy of PHES i can be calculated as follows:
RCP i,t is then calculated by equally allocating REP i to each hour; it can be represented as follows: Table 1 provides basic PHES information in Korea. The maximum available energy for every PHES is represented as the difference between its energy at full and minimum water levels. For reference, the PHES water level should be kept over the minimum water level for a black start. According to the uniform allocation method, if the REP i is 10% of the maximum available PHES i energy and the supply period is 12 h, i.e., T s is 12 h, for a 24 h day, then the hourly reserve capacity of each PHES, i.e., RCP i,t , is calculated as in Table 2 . However, the result only reflects the reserve requirement of the system. This can improve the system reliability; however, this cannot reflect flexibility, which is a critical issue given the high penetration of renewable energy resources.
The Proposed Method
The supply period in the proposed method is computed based on the duration of high-ramping, which is a period when the ramping capability may be insufficient, i.e., the system may be inflexible. The supply period in the proposed method is described as follows:
1.
A 24 h load profile for every month is calculated by averaging load values for every hour of every month, except for weekends and holidays; this is identical to the uniform allocation method.
2.
For every month, the high-ramping duration corresponds to the period when the RSP t is greater than a threshold value; here, this is determined as an average RSP t value.
3.
The average high-ramping duration value for each season is applied to the PHES supply period.
Under the assumption that the water level is full, RCP i,t is then calculated by allocating REP to each hour in proportion to RSP t , which can be represented as follows:
Using Equation (9), the total reserve energy for all PHESs can then be allocated to improve flexibility.
A set of example RSP t values for a 24 h period is given in Table 3 . The average value for the supply period is 0.35; accordingly, the high-ramping duration occurs between hours 7 and 18, i.e.,
T s is 12 h. If 10% of the maximum available energy for all PHESs in Korea is allocated based on the proposed method, then the RCP i,t for the supply period is calculated as in Table 4 . 
Case Study

Basic Information
The main purpose of this simulation is to confirm the effect of the proposed PHES reserve scheduling on the flexibility of the Korean power system. A peak-load day in 2016 was used for the simulation; it was the last peak-load day in the year [26] . The installed PHES capacity is 4700 MW, which is 5% of the total installed capacity. For simplicity, it is assumed that the water level of PHES is full. The generator information and their failure and repair rates can be referenced in [16, 24] , respectively. The generators in Korea are divided into dispatchable and non-dispatchable units; the former are categorized into the following types: Cogeneration, combined-cycle (using both gas and steam turbines), hydraulic/pumped hydraulic, nuclear-power, and steam-turbine units. The latter are classified into VG and Non-VG, which include new-energy units, biofuel, fuel cell, and waste power, with <20 MW capacity and units owned by the community energy service provider [27] . The NLFE is represented with a Gaussian distribution, with a standard deviation of 5%. The generation schedule was solved using M-CoreS, which is a commercial simulation program for the Korean electricity market [28] . The latest regulations for the Korean electricity market were applied for this simulation [15] . The reliability-based energy scheduling of PHES is used for the simulation. The RSE for the generation schedule was calculated using the MATLAB program (R2012b version) [29] . The simulation programs were run on a PC with a 3.70 GHz Intel Core i3-6100 CPU, 16 GB of RAM, and 64-bit Windows 7.
Result for the Peak-Load Day in 2016
On the peak-load day in 2016, the available capacity of the dispatchable units, excluding those with scheduled maintenance and failed units, is 86,297 MW. Figure 1 shows the generation schedule Energies 2017, 10, 1478 7 of 13 for the peak-load day in 2016, where "Hyd/pumped" and "Non-dis" are the abbreviations for "hydraulic/pumped hydraulic unit" and "non-dispatchable unit", respectively. The combined-cycle units covered the net-load variation and Hyd/pumped units are used for peak shaving. First, the 12 h supply period, i.e., hours 9-12 and 14-21, was calculated using the uniform allocation method. The P i,t−∆t for every PHES is shown in Figure 2 . The EP i , ∑P i,t−∆t , REP i , and REP are provided in Table 5 ; the EP i is given as the maximum available energy in Table 1 , and the REP i was calculated using Equation (7). The hourly reserve capacity for every PHES, i.e., RCP i,t , is shown in Figure 3 . The calculated RSE using this method is 9.8119 [hours/day]. Figure 2 . PHES P i,t−∆t for the peak-load day in 2016. Based on the generation schedule, the RSP t is shown in Figure 4 . The average RSP t value is 0.4966; the supply period of the proposed method is 15 h, i.e., hours 4-9, 13, 14, 16, 17, and 23. Using Equation (9), the RCP i,t for every PHES was computed, and the result is shown in Figure 5 . The RSE is 9.3748 [hours/day], which is 4.45% smaller than that found from the uniform allocation method; the improvement of flexibility is confirmed by the decrease in RSE.
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Conclusions
This study proposed a flexibility-based reserve scheduling method for PHES. In this method, the flexibility is quantified using a risk index, termed the ramping capability shortage expectation (RSE). The PHES reserve energy is allocated to each hour in proportion to the RSP t . The peak-load days for 2016 and 2029 were selected to examine the applicability and performance of the proposed method. We compared the difference in flexibility between the previous and proposed methods. The results show that the flexibility for the peak-load days in 2016 and in 2029 can be improved by 4.45% and 0.9%, respectively. In the future, more improvements could be made by examining the impact of other flexible resources on flexibility. It would be also interesting to examine the effect of the co-optimization of reserve and energy scheduling on the flexibility.
